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ConpuIt

1. ALL BENDS OR RADII OF 80 FT. OR LESS IN NON—METALLIC CONDUIT
MUST BE CONCRETE ENCASEO WITH 3 1/2 SACK PEA GRAVEL MIX.

2. COVER OVER CONDUIT SHALL BE A MINIMUM OF 30" FROM STREET
GUTTER FLOWLINE OR INTERCEPTION AT PROPERTY LINE.

3. THE CONDUIT TRENCH MUST BE FREE OF ALL LARGE STONES,
ROCKS, OR OTHER JAGGED PIECES OF MATERIAL WITH BOTTOM
COMPACTED AND SMOOTH BEFORE PLACING CONOUIT IN TRENCH.

4. ALL BACKFILL 12" ABOVE CONDUIT SHALL BE SAND OR SE-30 ENCASED.

S. AT LEAST 24" OF LOOSE FILL ON FIRST LIFT SHALL BE PLACEO
(B:(E)F;‘%RETANY MACHINE TAMPER IS USED TO ELIMINATE CRUSHEO
UIT.

6. THE DEGREE OF COMPACTION TO BE AS SPECIFIED BY
MUNICIPAL OROINANCE OR GOVERNMENTING AGENCY.

7. ANY REPAVING REQUIRED SHALL BE AS SPECIFIEQ BY
MUNICIPAL ORDINANCE OR GOVERNMENTING AGENCY.

8. CLEARANCES FROM ELECTRICAL SUBSTRUCTURES SHALL BE A
MINIMUM OF 12" OF COMPACTED DIRT OR 3" OF CONCRETE,
EXCEPT WHERE NOTED OTHERWISE.

9. CLEARANCES FROM ALL OTHER FOREIGN SUBSTRUCTURES SHALL BE
A MINIMUM OF 12" WHEN PARALLELING AND 6" WHEN CROSSING.

10. PULUNG LINE MUST BE PROVIDED IN ALL DUCTS. USE 3/8" POLY
OR LARGER.

11. ALL CONDUIT MUST BE PROVEO BY MANDRELLING BEFORE IT
WILL BE ACCEPTED BY AT&T COMMUNICATIONS.

12. WALL TO WALL MEASUREMENTS MUST BE PROVIDED TO AT&T
) USING METAL MEASURING DEVISE.
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